Abstract: Rainwater harvesting (RWH) systems have many benefits being an effective alternative water supply solution, not only in arid and semi-arid regions. Also, these systems can be useful in the reduction of flood risk in urban areas. Nevertheless, most of the studies in literature focused on the potential of RWH in reducing water consumption, whereas few examples examined their efficiency in the retention of stormwater in flood-susceptible residential areas. The aim of this work was to investigate the reliability of RWH systems in terms of stormwater retention. Specifically, the performance of RWH tanks to supply water for toilet flushing, in more than 400 single-family houses in a residential area of Sicily (Southern Italy) was analyzed. The area of study was chosen due to its high susceptibility to flooding. A flushing water demand pattern was defined using water consumption data collected during a measurement campaign. The yield-after-spillage algorithm was used to simulate the daily water balance of the RWH tanks. The effect of the RWH implementation on flood volumes in the area of study was quantified using FLO-2D. Results point out that the potential of neighborhood RWH installation in the mitigation of flood risk is highly related to rainfall amount.
Introduction
In the past, rainwater harvesting and domestic utilization have been very frequent practices in different parts of the world. Since climate change, together with the rapid development of urban areas and population growth, is affecting the availability of water resources in many regions, the importance of collecting rainwater to partially meet the household water demand is now widely recognized. In the context of increasing water stress, the installation of rainwater harvesting (RWH) systems represents a valuable and effective solution to reduce the use of drinkable water consumption for domestic uses not only in arid and semi-arid areas [1] [2] [3] but also in urban areas [4, 5] . The use of these systems has additional benefits, such as the retaining of flood from rainfall events and the consequent control of stormwater flood volume [6] [7] [8] .
Different studies showed that, in urban catchments, the extensive installation of RWH tanks could be an efficient support for reducing frequency and peak of stormwater flood. In England, Gerolin et al. [9] used a times series modeling approach in order to quantify the flood reduction related to RWH tanks installed in three locations for a wide range of scenarios. This study pointed out that, when the average annual supply is smaller than the annual household demand, an increase in the RWH tank size leads to greater retention of flood and reduction in the flood volume and peak. For RWH tanks installed in the residential district in Nanjing (China), Zhang et al. [10] found that the system has a good performance in mitigating urban waterlogging problems, reducing flood volume of 13.9%, 30.2% and 57.7% in the cases of maximum daily rainfall, annual average maximum daily rainfall and critical rainfall, respectively. In the city of Champigny-sur-Marne (France), the effectiveness to prevent stormwater sewer overflows of a great number of installed RWH tanks was analyzed by Petrucci et al. [11] . In this case, the characteristics of the implemented systems were not adequate to prevent stormwater overflow. Campisano and Modica [12] investigated the potential of an RWH system, installed in a small city located in Sicily (Southern Italy), to reduce peak flow during storm events. Results showed that, depending on tank capacity and rainfall characteristics, the RWH tank is able to reduce the peak of rainfall intensity in a great number of storm events. To evaluate the performance of RWH systems in stormwater flood control, Palla et al. [13] analyzed an installation of RWH tanks in a residential urban block in Genoa (Northern Italy). The authors found a 33% average reduction of peak flow and a 26% reduction of drained rain volume. More recently, Teston et al. [14] assessed the impact of RWH on flood reduction in a condominium of houses in Curitiba (Southern Brazil) in different scenarios, finding a reduction of peak flow, even if the impact of the RWH system on drainage is affected by some factors related to buildings, tank capacity, rainfall characteristics, and land use.
The main purpose of this research was to assess the rainwater quantity that can be collected by RWH tanks installed in a residential area and to quantify the effectiveness of these tanks for stormwater retention and flood volume reduction. The residential area is located in the city of Palermo, Sicily (Southern Italy) and includes 408 single-family houses. In this area, sewage and rainwater are collected and conveyed by the urban drainage system. The catchment area is approximately 1.6 km 2 . It has been assumed that the users in the above-mentioned houses range between 3 and 5 persons and the capacity of the installed RWH tanks is 5 m 3 . The performance of the tanks was tested using daily rainfall data measured in the Palermo rain gauge from 2002 to 2008 and assuming that the collected water is used to supply water only for toilet flushing. The system reliability was assessed using the yield after spillage (YAS) algorithm. Once the water balance was simulated for the RWH tanks, the FLO-2D model was used to quantify the flood volume reduction due to the RWH systems installation.
Materials and Methods

Case Study and Dataset
The area of study is located in Palermo (Southern Italy) and has an extension of 1.6 km 2 ( Figure 1a ). This case study was chosen due to the high flood susceptibility of the area, also during storm events of low intensity. In the analysis, 408 single-family houses were included (Figure 1b) . It has been assumed that each house is provided with a 5 m 3 RWH tank. The water catchment surface of the RWH tanks is the house rooftop. This surface ranges from 40 to 700 m 2 . In the supposed RWH systems, rainfall (inflow) is collected from rooftops and stored only for toilet flushing use (outflow). Rainfall volumes were calculated using the daily rainfall data recorded in the Palermo rain gauge during the 2002-2008 period. These data were provided by the Servizio Informativo Agrometeorologico Siciliano (SIAS). The average annual rainfall and the average number of rainy days in a year in Palermo are approximately 700 mm and 100 days, respectively ( Table 1 ). The selected historical rainfall series is representative of the climate in the area of study, both in terms of annual and monthly average values. 
Inflow to the RWH Tank
In the model, the rainwater tank is filled exclusively by rainfall volumes from building rooftops. Assuming that rainfall is constant within each time step t, rainwater volume can be evaluated as follows:
where is the inflow volume supplied to the tank at time step t (m 3 ), is the runoff coefficient depending on water loss (dimensionless), is the total rainfall at time t (m), is the total catchment surface area (m 2 ), and is the effective rainfall at time t (m), i.e., total rainfall, subtracted of water losses, being the rainfall volume producing runoff. Evaporation losses from the tank are neglected. In this analysis, was set equal to 0.9 [15] .
Depending on the specific site characteristics, type of contaminant and final use of the water, some studies in literature recommend different values for the first flush that is the amount of water that has to be diverted to ensure an adequate water quality. Subtracting the first 0.33 mm of rainfall 
where Q t is the inflow volume supplied to the tank at time step t (m 3 ), ϕ is the runoff coefficient depending on water loss (dimensionless), R t is the total rainfall at time t (m), A TOT is the total catchment surface area (m 2 ), and R e is the effective rainfall at time t (m), i.e., total rainfall, subtracted of water losses, being the rainfall volume producing runoff. Evaporation losses from the tank are neglected. In this analysis, ϕ was set equal to 0.9 [15] . Depending on the specific site characteristics, type of contaminant and final use of the water, some studies in literature recommend different values for the first flush that is the amount of water that has to be diverted to ensure an adequate water quality. Subtracting the first 0.33 mm of rainfall from the total daily rainfall as the first flush would significantly improve the water quality collected from the rooftops [16, 17] . Following this recommendation, all the daily water balance simulations were performed subtracting 0.33 mm from the daily rainfall series.
Water Demand for Toilet Flushing
To simulate the water balance of the RWH tanks, the daily water demand for toilet flushing was required. In this study, the toilet flushing demand pattern was defined by analyzing water consumption data collected during a monitoring campaign of seven dwellings in Palermo over the 2002-2004 period. Each dwelling involved in the campaign had a toilet WC flush tank with a volume of 9-10 l (in water balance simulations 10 l have been considered for all the houses). These data were processed using the procedure described in details by Liuzzo et al. [18] . The per capita number of daily flushing was analyzed in order to detect a well-fitting probability distribution function. According to the results of the Kolmogorov-Smirnov test, observed data are well fit by the Weibull probability distribution, with parameter λ and κ equal to 5.90 and 2.02, respectively. Therefore, for each year, per capita daily flushing volumes were obtained by sampling 365 points from the Weibull cumulative distribution function. Finally, the daily series of toilet flushes were calculated by multiplying the number of flushes by the number of users in the house during the day. The described procedure was applied for each of the 408 houses included in the study. As regards to the number of users in each house, this information was not available, then this variable was assessed based on the cumulative annual water consumption data collected by the water manager and the property surface. The obtained number of inhabitants per house was between 3 and 5 and it was consistent with the type of residences (detached houses) present in the area.
Water Balance Simulation
To predict the performance of RWH systems, different models can be used [19, 20] . Among these, behavioral models are frequently applied allowing a more detailed design and relatively simple development. In this study, a behavioral model was used, in which water fluxes include runoff into the RWH tank (inflow), overflow from the RWH tank, and the yield extracted from the RWH tank; water demand is met in each operating period to the extent that storage is available. The algorithm for the model relies on a yield after spillage (YAS) operating rule [21] :
where Q D t (m 3 ) is the volume discharged as overflow from the storage tank at time step t, V t (m 3 ) is the volume stored at time step t, Y t (m 3 ) is the yield of rainwater from the storage tank at time step t, D t (m 3 ) is the toilet and grass irrigation water demand at time step t, and S (m 3 ) is the tank storage capacity.
In the present study, the water balance of each RWH tank was evaluated at daily scale. The RWH system performance, in terms of water saving efficiency, was evaluated for every year of the entire simulation period by means of two dimensionless indexes frequently used in the literature [22] :
The reliability of the system and the rainwater overflow ratio. The reliability R V is calculated as the total actual rainwater supply over water demand:
where T is the total time period under consideration and R V represents the overall water savings achieved by using the RWH system. The overflow ratio O R is the non-potable water which exceeds the RWH tank capacity and is calculated as the ratio of the spilled rainwater (due to lack of storage in the tank) to the rainwater inflow in the tank [23] :
where Q Dt is the volume exceeding the storage capacity at time t, I t is the inflow to the RWH system at time t.
To evaluate the performance of the RWH system in terms of flood reduction, two dimensionless indexes are commonly used: The rainwater retention and the ratio of reduced flood volume. For the entire period of simulation, the rainfall retention is calculated as the ratio of the total precipitation volume P less the total flood volume W and the total precipitation volume [24] :
The ratio of reduced flood volume U (expressed here as a percentage) is calculated as follows [10] :
where S TOT is the total volume of RWH tanks and W is the flood volume.
The Hydraulic Model: FLO 2-D
In the urban catchment, flood routing was performed using the two-dimensional hydraulic model FLO-2D (http://www.flo-2d.com/) [25] . The model governing equations include the continuity equation and the two-dimensional equations of motion. The FLO-2D simulation code solves these equations using a finite difference method on a grid of square elements which is also employed to obtain the map of flooded areas. The model includes a number of components useful to enhance the detail of a flood simulation (e.g. channel floodplain discharge exchange, loss of storage due to buildings, flow obstructions, street flow, bridge and culvert flow, levee, debris flow, sediment transport etc.). In this study, the application of FLO-2D allowed the estimation of the flood volumes in absence and presence of RWH tanks.
The whole simulated domain (Figure 1b ) has an area equal to 76 ha and it was discretized with 190,000 squared cells 2 m × 2 m. As the area is mainly affected by zenithal floods, the area was divided in terms of roughness (gardens and parks were assumed to have roughness equal to 0.03 in the Manning scale; roads, pavements, roofs were assumed to have roughness equal to 0.015).
The analyzed area is served by an underground combined sewer system that was implemented in the model. The drainage system is made by circular polyethylene pipes with diameters ranging between 300 mm and 600 mm. Manholes are present along the roads with inter-distance between 30 and 50 m and their position was considered in the model as they represent the interconnection between the underground drainage system and the surface flooding propagation along the roads. Manholes maximum depth ranges between 3 and 5 m depending on served areas and sewer slopes. The layout of the drainage system is presented in Figure 1b. 
Results
Water Balance Simulation
The historical rainfall series recorded in the Palermo rain gauge during the 2002-2008 period was used to evaluate the performance of the RWH system installed in the 408 single-family houses included in the analysis. The system performance was assessed by means of the reliability R V , calculated using Equation (5) . The box-whisker plot in Figure 2a shows the variation of annual average R V during the analyzed period. The 50th percentile of R V is 80% or above for the years from 2002 to 2006, while a decrease occurs in the last two years of the series. Low values of the 5th percentile point out that, for some of the single-family houses, a tank of 5 m 3 is not adequate to ensure a good performance of the system. Nevertheless, in this analysis, the same capacity was considered for all the RWH tanks. Indeed, the identification of the optimal tank size is out of the scope of this study.
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Flood Volume Reduction
To evaluate the reduction of flood volumes due to the installation of the RWH tanks, two scenarios were considered: The first, that is representative of the current conditions of the catchment area (absence of RWH systems), and the second in which it is assumed that a 5 m 3 tank has been installed in 408 single-family houses. The analysis of the overflow component from the water balance simulation of the tank allowed the investigation of the tank behavior with regard to its potential flood volume reduction. Figure 4 compares the response of the urban catchment to rainfall. Considering a linear relationship between rainfall and flood volume, the distance between the two regression lines represents the flood reduction and the proportion retained due to the RWH tanks. The installation of RWH tanks in the area of study provides a reduction of flood volumes (approximately 300 m 3 ). Also, the number of flood events is reduced from 24 to 12, meaning that, under the assumed configuration, the RWH tanks have been able to halve the number of failures of the urban drainage system. 
To evaluate the reduction of flood volumes due to the installation of the RWH tanks, two scenarios were considered: The first, that is representative of the current conditions of the catchment area (absence of RWH systems), and the second in which it is assumed that a 5 m 3 tank has been installed in 408 single-family houses. The analysis of the overflow component from the water balance simulation of the tank allowed the investigation of the tank behavior with regard to its potential flood volume reduction. Figure 4 compares the response of the urban catchment to rainfall. Considering a linear relationship between rainfall and flood volume, the distance between the two regression lines represents the flood reduction and the proportion retained due to the RWH tanks. The installation of RWH tanks in the area of study provides a reduction of flood volumes (approximately 300 m 3 ). Also, the number of flood events is reduced from 24 to 12, meaning that, under the assumed configuration, the RWH tanks have been able to halve the number of failures of the urban drainage system. The reduced ratio of flood volume by rainwater harvesting is calculated using Equation (7) for three different rainfall depth: The maximum daily rainfall recorded during the 2002-2008 period, the annual average maximum rainfall, and the critical rainfall of duration d 24 h and return period T equal to 5 years. Table 3 shows the reduced ratios of flood volume for the above-mentioned rainfall values, considering a total tank capacity equal to 2040 m 3 . These results point out the effectiveness of RWH systems in reducing flood volumes. Indeed, according to the two indexes, for rainfall depth equal to the average annual daily maximum value, the installation of RWH tanks in the area of study is likely to ensure the complete retention of stormwater avoiding urban floods. Nevertheless, these results need to be confirmed by the assessment of the flooded areas by means of the hydraulic model. Table 2 shows in detail the number of flood events and the percentage of the reduction of flood volumes for each year of simulation in the two scenarios. The assumed configuration is able to provide a remarkable reduction of flood volume in most of the simulated years. In particular, the installation of RWH tanks allowed a complete retention of stormwater during 2006 and 2008, reducing the flood volumes of 100%. The reduced ratio of flood volume by rainwater harvesting is calculated using Equation (7) for three different rainfall depth: The maximum daily rainfall recorded during the 2002-2008 period, the annual average maximum rainfall, and the critical rainfall of duration d 24 h and return period T equal to 5 years. Table 3 shows the reduced ratios of flood volume for the above-mentioned rainfall values, considering a total tank capacity equal to 2040 m 3 . These results point out the effectiveness of RWH systems in reducing flood volumes. Indeed, according to the two indexes, for rainfall depth equal to the average annual daily maximum value, the installation of RWH tanks in the area of study is likely to ensure the complete retention of stormwater avoiding urban floods. Nevertheless, these results need to be confirmed by the assessment of the flooded areas by means of the hydraulic model. The effect of the installation of the RWH tanks on the maximum flow depth and on the extension of the flooded areas in a part of the analyzed urban catchment was investigated. The output of the FLOD-2D simulations was used to define some maps in which the maximum flow depth for specific rainfall events were displayed. In order to have an overview of the RWH system response to different rainfall conditions, four rainfall events were analyzed: the maximum rainfall event recorded over the Figure 6 shows the spatial distribution of the maximum flow depth in absence and presence of the RWH tanks for the above-mentioned rainfall events. In Figure 6a ,b results for the maximum rainfall are reported, in absence and presence of the RWH tanks, respectively. Comparing the two maps, it is evident that the effectiveness of the RWH installation in terms of flood volume reduction is very weak. The flooded areas in the two cases are almost identical. Also, the reduction of maximum flow depth is very small. The average maximum flow depths are 0.24 m and 0.20 in absence and presence of the RWH system, respectively. These results point out the inadequacy of the assumed configuration to reduce the flow depths and the flooded areas. The installed capacity (5 m 3 ) is not enough to provide a considerable flood volume reduction. Whereas, Figure 6c ,d show that the RWH tanks perform a good response when the magnitude of the rainfall event is approximately equal to the average maximum daily rainfall. In this case, a remarkable reduction of both maximum flow depth and flooded areas can be observed. The average maximum flow depths are equal to 0.23 m in absence and to 0.11 in presence of the RWH tanks, respectively. Figure 6e ,f illustrate the results obtained for the average rainfall event that produces flood. Flooded areas are absent when the RWH tanks are installed, meaning that the system is able to ensure a complete retention of stormwater. The response of the RWH installation for a critical event of 5 years return period is similar to that observed in the case of the maximum rainfall depth (Figure 6g,h) . The installation of the RWH tanks slightly reduces the maximum flow depth. In this case, the average maximum flow depths are 0.25 m and 0.21 in absence and presence of RWH system, respectively. Finally, the maps in Figure 7 compare the extension of the flooded areas in absence and presence of the RWH tanks. In these maps, the flooded area in absence of the RWH system is the sum of the red and blue areas. In Figure 7a , results obtained for the 13 December 2005 event (maximum rainfall depth) are illustrated. The difference between the two cases is minimal, the flooded area has a very small reduction when the stormwater is collected (only 5.0%). Figure 7b shows that the installation of the RWH tanks is able to produce a 34.9% reduction of flooded areas for the average maximum rainfall event. The installation of higher capacities could improve this result, increasing the contribution of the RWH tanks in flood area reduction. The effectiveness of the RWH system is maximum in case of smaller rainfall events. Simulations showed that, for rainfall events up to 34 mm, the RWH tanks are able to completely retain the stormwater, providing a 100% reduction of flood volumes and flooded areas (Figure 7c ). In the case of a critical event of 5 years return period, the behavior of the RWH system is comparable to that observed for the maximum rainfall (Figure 7d ). The extension of the flooded area is slightly reduced (8.4%). Table 4 summarizes the percentage reduction of flooded area for the different rainfall events.
The spatial distribution of flooded areas, obtained from the application of the hydraulic model, highlighted that the only assessment of the indexes in Equations (8) and (9) is not exhaustive to test the effectiveness of the RWH system in terms of flood reduction. The calculation of P R and U indicated a complete reduction of flood volumes for rainfall events with a depth equal to the annual average maximum (52.1 mm). This result is not confirmed by the maps from FLO-2D simulations. Specifically, Figure 6d shows that a rainfall event of 41.8 mm is able to produce a flood in the analyzed urban catchment.
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Conclusions
This study was aimed at evaluating and quantifying the effectiveness of rainwater harvesting in reducing flood volume and, consequently, mitigating urban waterlogging problems in a residential area in Palermo (Southern Italy). Results pointed out that the implementation of RWH systems at the urban catchment scale has important implications on urban water management. Specifically, the RWH systems have a remarkable role in the reduction of flood volumes, providing an important contribution to avoiding potential drainage system failures during storm events. Nevertheless, the effectiveness of these systems is affected by the magnitude of rainfall events. A series of 2D hydraulic simulations performed for the area of study showed that, for a rainfall event of low and medium depth (up to 50 mm), the RWH system is able to provide a good performance, ensuring an effective reduction of flood volumes. Analyzing the response of the urban catchment to the maximum rainfall depth recorder over the 2002-2008 period and the critical rainfall event of the 5 year return period showed that the contribution of the RWH tanks to flood volume reduction is weak due to the shortage of capacity to store rainfall peak events. Indeed, the retention of stormwater during critical or heavy rainfall events requires the introduction of specific mitigation measures, such as detention tanks or bigger pipes, that are able to significantly reduce peak flows or the installation of RWH tanks with a capacity higher than 5 m 3 . Nevertheless, the cost related to the setup of capacity greater than 5 m 3 could be not convenient, therefore a cost-benefit analysis should be carried out to verify the economic feasibility of the project.
The installation of the RWH tanks in the urban catchment has implications to the extension of flooded area. Flooded areas can be reduced up to 100% when small rainfall events occur. For a rainfall event with depth up to 50 mm, approximately a 35% of flooded area reduction can be reached. The reduction of flooded area is negligible for severe rainfall events.
Further analyses are required to completely investigate the exploitation of the RWH technologies in urban catchment. Indeed, more scenarios of water demand and rainfall should be analyzed, together with the identification of the optimal size of the tank for each single-family house. This analysis requires detailed knowledge of the number of users and the water demand patterns.
